Terms Last Revised: 6/02/2016 
Spark Engines
Natural Gas, Lean Burn LPG, or Landfill/Digester Gas for ≥ 100 HP; and option for Emergency engines >25 HP
Table 1 to Subpart JJJJ
----------------------------------------------------------------------------------------------------------------------------------------------
Natural Gas for 25 HP to <100 HP; Gasoline & Rich Burn LPG >25 HP and Gasoline/ Rich Burn LPG Emergency engines ≥ 130 HP
[bookmark: _GoBack]40 CFR 1048.101(a) Table 1, Tier 2 Transient Testing Emission Standards; or
40 CFR 1048.101(c) Table 3 Tier 2 Field-Testing Emission Standards
----------------------------------------------------------------------------------------------------------------------------------------------
Engines ≤ 40 HP
40 CFR 90.103(a) Table 2 Class I Engine; Table 3 Class II Engine
40 CFR 1054(a) Table 1 Class I or Class II Engine
----------------------------------------------------------------------------------------------------------------------------------------------
Gasoline, Rich Burn, or Lean Burn Emergency engines >25 and < 130 HP
40 CFR 90.103(a) Table 1, Phase 1 Class II Engine
-----------------------------------------------------------------------------------------------------------------------------------------------
Reconstructed spark engines
Subpart JJJJ:  40 CFR 60.4233(f)(4)
----------------------------------------------------------------------------------------------------------------------------------------------------------
Diesel Engines
Pre-2007 model year engines & 2007 to 2010 model year engines >3000 HP <10 Liters / cylinder
Table 1 of Subpart IIII
----------------------------------------------------------------------------------------------------------------------------------------------
2007 model year and later and <10 Liters / cylinder
40 CFR 89.112 Table 1, Tier 2 or Tier 3
40 CFR 1039.102, Tables 1 through 7
----------------------------------------------------------------------------------------------------------------------------------------------
2008 model year and later Emergency Engines < 50 HP and < 10 Liters/cylinder
Table 2 of Subpart IIII
----------------------------------------------------------------------------------------------------------------------------------------------
≥10 & < 30 Liters / cylinder
40 CFR 94.8(a)(1) and (2) Table A-1
40 CFR 1042.101(a)(2) through (8), Tables 2 through 4
--------------------------------------------------------------------------------------------------------------------------------------------
≥30 Liters / cylinder
Subpart IIII:  40 CFR 60.4204(c)  or Mfg.: 40 CFR 1042.104(a)(2) Table 1
Subpart IIII:  40 CFR 60.4205(d) for Emergency engines or Fire Pumps 
--------------------------------------------------------------------------------------------------------------------------------------------
Fire Pump Engines < 30 Liters / cylinder
Table 4 of Subpart IIII
