Terms Last Revised: 6/02/2016 
Facility-Wide Terms and Conditions for Part 63 Subpart ZZZZ
Compression Ignition (CI) Reciprocating Internal Combustion Engines (RICE)
Applicable Rules/Requirements

40 CFR 63 Subpart ZZZZ
According to paragraphs 63.6590, 63.6600, 63.6602, and 63.6603 the CI ICE fits into one of the following categories depending on its size, age, and/or use and if it is located at a major or area source:

1. exempt from the requirements of Subpart ZZZZ in 63.6590(b)(3);
2. exempt from the requirements of Subpart ZZZZ except for the initial notification in 63.6590(b)(1);
3. exempt from emission or operating limitations in the Tables to Subpart ZZZZ in 63.6600(c);

4. compliance is demonstrated through compliance with NSPS Subpart IIII in 63.6590(c); or

5. subject to the emission and/or operating limitations of Subpart ZZZZ in 63.6600(b) and (d), 63.6602, and 63.6603.

Insert the appropriate emission unit numbers in place of the “EU#” in the following terms:
NON-EMERGENCY  (See EMERGENCY and LIMITED USE below)
For a CI RICE located at an Area source
Existing CI RICE located at an Area source for HAPs (commenced construction* before 6/12/06)
The compression ignition (CI) reciprocating internal combustion engine(s) (RICE), located at an area source for hazardous air pollutants (HAPs), is subject to the requirements of the National Emission Standards for Hazardous Air Pollutants (NESHAP) for Stationary Reciprocating Internal Combustion Engines, Part 63, Subpart ZZZZ.  The existing stationary CI RICE, EU#        , installed before 6/12/06, shall meet the requirements of Part 63, Subpart ZZZZ no later than 5/3/13.

[40 CFR 63.6585], [40 CFR 63.6590(a)], [40 CFR 63.6595], and [40 CFR 63.6603(a)]
New CI RICE located at an Area source for HAPs (commenced construction* on or after 6/12/06)
The compression ignition (CI) reciprocating internal combustion engine(s) (RICE), located at an area source for hazardous air pollutants (HAPs), is subject to the requirements of the National Emission Standards for Hazardous Air Pollutants (NESHAP) for Stationary Reciprocating Internal Combustion Engines, Part 63, Subpart ZZZZ.  The new stationary CI RICE, EU#        , installed on or after 6/12/06, shall meet the requirements of Part 63, Subpart ZZZZ upon startup, through demonstration of compliance with the New Source Performance Standards for Stationary Compression Ignition Internal Combustion Engines, Part 60, Subpart IIII.
[40 CFR 63.6585], [40 CFR 63.6590(a)], [40 CFR 63.6595], and [40 CFR 63.6590(c)]
--------------------------------------------------------------------------------------------------------------------
For a CI RICE located at a Major source for HAPs and ≤ 500 brake HP
Existing CI RICE located at an Major source for HAPs and ≤ 500 brake HP (commenced construction* before 6/12/06)

The compression ignition (CI) reciprocating internal combustion engine(s) (RICE), less than or equal to 500 brake horse power and located at a major source for hazardous air pollutants (HAPs), is subject to the requirements of the National Emission Standards for Hazardous Air Pollutants (NESHAP) for Stationary Reciprocating Internal Combustion Engines, Part 63, Subpart ZZZZ.  The existing stationary CI RICE, EU#        , installed before 6/12/06, shall meet the requirements of Part 63, Subpart ZZZZ no later than 5/3/13.

[40 CFR 63.6585], [40 CFR 63.6590(a)], [40 CFR 63.6595], and [40 CFR 63.6602]
New CI RICE located at an Major source for HAPs and ≤ 500 brake HP (commenced construction* on or after 6/12/06)

The compression ignition (CI) reciprocating internal combustion engine(s) (RICE), less than or equal to 500 brake horse power and located at a major source for hazardous air pollutants (HAPs), is subject to the requirements of the National Emission Standards for Hazardous Air Pollutants (NESHAP) for Stationary Reciprocating Internal Combustion Engines, Part 63, Subpart ZZZZ.  The new stationary CI RICE, EU#        , installed on or after 6/12/06, shall meet the requirements of Part 63, Subpart ZZZZ upon startup, through demonstration of compliance with the New Source Performance Standards for Stationary Compression Ignition Internal Combustion Engines, Part 60, Subpart IIII.
[40 CFR 63.6585], [40 CFR 63.6590(a)], [40 CFR 63.6595], and [40 CFR 63.6590(c)]
---------------------------------------------------------------------------------------------------------------------
For a CI RICE located at a Major source for HAPs and > 500 brake HP
Existing CI RICE located at an Major source for HAPs and > 500 brake HP (commenced construction* before 12/19/02)
The compression ignition (CI) reciprocating internal combustion engine(s) (RICE), greater than 500 brake horse power and located at a major source for hazardous air pollutants (HAPs), is subject to the requirements of the National Emission Standards for Hazardous Air Pollutants (NESHAP) for Stationary Reciprocating Internal Combustion Engines, Part 63, Subpart ZZZZ.  The existing stationary CI RICE, EU#        , installed before 12/19/02, shall meet the requirements of Part 63, Subpart ZZZZ no later than 5/3/13.

[40 CFR 63.6585], [40 CFR 63.6590(a)], [40 CFR 63.6595], and [40 CFR 63.6600(d)]
New CI RICE located at an Major source for HAPs and > 500 brake HP (commenced construction* on or after 12/19/02)

The compression ignition (CI) reciprocating internal combustion engine(s) (RICE), greater than 500 brake horse power and located at a major source for hazardous air pollutants (HAPs), is subject to the requirements of the National Emission Standards for Hazardous Air Pollutants (NESHAP) for Stationary Reciprocating Internal Combustion Engines, Part 63, Subpart ZZZZ.  The new stationary CI RICE, EU#        , installed on or after 12/19/02, shall meet the requirements of Part 63, Subpart ZZZZ upon startup.

[40 CFR 63.6585], [40 CFR 63.6590(a)], [40 CFR 63.6595], and [40 CFR 63.6600(b)]
---------------------------------------------------------------------------------------------------------------------
Emergency or Limited Use CI RICE
Existing Emergency or Limited Use CI RICE located at a Major source for HAPs and > 500 brake HP (commenced construction* before 12/19/02)
The existing emergency or limited use compression ignition (CI) reciprocating internal combustion engine(s) (RICE), EU#        , installed before 12/19/02, greater than 500 brake horse power, and located at a major source for hazardous air pollutants (HAPs), is not subject to the General Provisions to Part 63, Subpart A, the National Emission Standards for Hazardous Air Pollutants (NESHAP) or its subpart ZZZZ, for Stationary Reciprocating Internal Combustion Engines, and no initial notification is required.

[40 CFR 63.6585], [40 CFR 63.6590(a)], and [40 CFR 63.6590(b)(3)]
New Emergency or Limited Use CI RICE located at a Major source for HAPs and   > 500 brake HP (commenced construction* on or after 12/19/02)
The new emergency or limited use compression ignition (CI) reciprocating internal combustion engine(s) (RICE), EU#        , greater than 500 brake horse power, installed on or after 12/19/02, and located at a major source for hazardous air pollutants (HAPs), is not subject to the General Provisions to Part 63, Subpart A, the National Emission Standards for Hazardous Air Pollutants (NESHAP) or its subpart ZZZZ, for Stationary Reciprocating Internal Combustion Engines, except for the initial notification requirements of 40 CFR 63.6645(h).
[40 CFR 63.6585], [40 CFR 63.6590(a)], [40 CFR 63.6595], and [40 CFR 63.6590(b)(1)]

Existing Emergency or Limited Use CI RICE located at a Major source for HAPs and ≤ 500 brake HP (commenced construction* before 6/12/06)
The existing emergency or limited use compression ignition (CI) reciprocating internal combustion engine(s) (RICE), less than or equal to 500 brake horse power and located at a major source for hazardous air pollutants (HAPs), is subject to the requirements of the National Emission Standards for Hazardous Air Pollutants (NESHAP) for Stationary Reciprocating Internal Combustion Engines, Part 63, Subpart ZZZZ.  The existing stationary CI RICE, EU#        , installed before 6/12/06, shall meet the requirements of Part 63, Subpart ZZZZ no later than 5/3/13.

[40 CFR 63.6585], [40 CFR 63.6590(a)], [40 CFR 63.6595], and [40 CFR 63.6602]
New Emergency or Limited Use CI RICE located at a Major source for HAPs and ≤ 500 brake HP (commenced construction* on or after 6/12/06)
The new emergency or limited use compression ignition (CI) reciprocating internal combustion engine(s) (RICE), less than or equal to 500 brake horse power, and located at a major source for hazardous air pollutants (HAPs), is subject to the requirements of the National Emission Standards for Hazardous Air Pollutants (NESHAP) for Stationary Reciprocating Internal Combustion Engines, Part 63, Subpart ZZZZ.  The new stationary CI RICE, EU#        , installed on or after 6/12/06, shall meet the requirements of Part 63, Subpart ZZZZ upon startup, through demonstration of compliance with the New Source Performance Standards for Stationary Compression Ignition Internal Combustion Engines, Part 60, Subpart IIII.
[40 CFR 63.6585], [40 CFR 63.6590(a)], [40 CFR 63.6595], and [40 CFR 63.6590(c)]
Existing residential, commercial, or institutional Emergency CI RICE located at an Area source for HAPs (commenced construction* before 6/12/06)
The emergency, compression ignition (CI) reciprocating internal combustion engine(s) (RICE), EU#        , installed before 6/12/06 and located at an area source for hazardous air pollutants (HAPs), is not subject to the General Provisions to Part 63, Subpart A, the National Emission Standards for Hazardous Air Pollutants (NESHAP) or its subpart ZZZZ, for Stationary Reciprocating Internal Combustion Engines, and no initial notification is required.
[40 CFR 63.6585], [40 CFR 63.6590(a)], and [40 CFR 63.6590(b)(3)]
New Emergency or Limited Use CI RICE located at an Area source for HAPs (commenced construction* on or after 6/12/06)
The new emergency or limited use compression ignition (CI) reciprocating internal combustion engine(s) (RICE), located at an area source for hazardous air pollutants (HAPs), is subject to the requirements of the National Emission Standards for Hazardous Air Pollutants (NESHAP) for Stationary Reciprocating Internal Combustion Engines, Part 63, Subpart ZZZZ.  The new stationary CI RICE, EU#        , installed on or after 6/12/06, shall meet the requirements of Part 63, Subpart ZZZZ upon startup, through demonstration of compliance with the New Source Performance Standards for Stationary Compression Ignition Internal Combustion Engines, Part 60, Subpart IIII.
[40 CFR 63.6585], [40 CFR 63.6590(a)], [40 CFR 63.6595], and [40 CFR 63.6590(c)]
*construction or reconstruction
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